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SCRUBBER DETAILS

CONDUIT SCHEDULE

TAG VOLTAGE CURRENT ORIGINCABLESCONDUIT TERMINATION REMARKS

C1 480 VAC 50 AMPERES MCC SCRUBBER BUCKET3- #6, 1- #82" SCRUBBER CONTROL PANEL-LIQUID-TIGHT CONDUIT SEE DRAWINGS A-1 & A-2

C2 JUNCTION BOX IN TANK ROOM2-TWISTED PAIR #183/4" SEE DRAWINGS A-1 & A-2

C3 RTU CABINET IN CONTROL ROOM1-MULTI-CONDUCTOR 6- #203/4" SEE DRAWINGS A-1 & A-2

1-TWISTED PAIR #18

SCRUBBER CONTROL PANEL-LIQUID-TIGHT CONDUIT

SCRUBBER CONTROL PANEL-LIQUID-TIGHT CONDUIT
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ELECTRICAL DETAILS

OWNER FURNISHED EQUIPMENT

(CONTROL PANEL)


